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TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3° QUALITY ASSURANCE & TESTING CENTER 3

Heall Office: 49 Pasteur, Dist, |, HCMC, Vietnam Tel: (84-28) 3829 4274  Fax: (84-28) 38293012  E-mail: info@quatest3.com.yn  Website: www.quatest3.com.vn

Testing Complex: @ No.7, road No. 1, Bien Hoa 11Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Thu Duc City, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

krs-0s693amrsn | PHIEU'KET QUA THU NGHIEM 23/06/2025

(MT.2025.03464/1) TEST REPORT Trang/ Page 01 / 02
1. Ténmau :  NUGC THAI CONG NGHIEP PAU VAO
Name of sample Thoi gian lay mauw/ Sampling date: 09h00 - 13/06/2025
2. M6 tamiu :~ Mau thir nghiém do khach hang 14y mAu, tén mAu va thong tin vé miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mAu: 1éng;
Form: the liquid;
- 86 don vi/mau: 5 L;
Unit/sample: 5 L;
- Dung cu chtra: binh nhua;
Container: plastic bottle;

3. S6 luong miu : 01
Quantity
4. Ngay nhan mau .+ 13/06/2025

Date of receiving

5. Thoi gian the nghiém @ 13/06/2025 — 23/06/2025
Testing duration

6. Noi giri mau : gﬁNG TY TNHH JAPFA COMFEED VIET NAM - CN LONG AN
Customer Ap 2, X4 Nhut Chénh, Huyén Bén Lire, Tinh Long An, Viét Nam

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/PP.DIRECTOR

TL. TRUONG PTN MOI TRUONG PHONG THU NGHIEM
PP, HEAD OF ENVIRONMENTAL TESTING LAB \

KY THUA\]‘
TIEU CHUAN

Nguyén Cong Chinh Piran Thanh Trung

1. Céc két qua thir nghiém ghi trong plneu niy chi ¢6 gi tri déi véi miu do khach hang giri dén va khong phai 13 gidy chimg nhin san phém.
Test resuts are valid for the namely submitted \umpn'e(s) on.’y crnd this is not a certificate of product.
2, Tén mau, tén khéch hang duge ghi theo yéu ciu cia noi giri mau, / Name ofwmw!e'(v) and customer are written as customer § request.
3. o khong dam bao do mé rong duge tinh tir 4§ khong dam bao do chudn nhéin véi hé sé phi k =2, phan b6 chudn twong (mg véi 95 % do tin ciy.
The reported expanded uncertainty of measurement is stated as the standard uncer mmn of measurement umf.'lp.frcd by the coverage factor k = 2, at 95 % confidence level.
4. Khéng dugc trich sao mét phnn phiéu két qua thir nghigm nay néu khéng c6 sir dong y bing viin ban cta Trung tim K§ thudt 3.
This Test chmr shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic mic vé kelqua khach hang lién h¢ theo dia chi dh.cs@quatest3.com.vn dé biét thém théng tin.
Please cantact QUATEST 3 at the email addresses dh.cs@gquatest3.com.vn for further information about test report.




0Y BAN TIEU CHUAN PO LUSNG CHAT LUONG QUOC GIA

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG
QUATEST 3" QUALITY ASSURANCE & TESTING CENTER 3 :

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam ~ Tel: (84-28) 3829 4274 Fax: (34-28) 3829 3012 E-mail: info@#dx
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KT3-03693AMTS5/1

(MT.2025.03464/1)

PHIEU KET QUA THU NGHIE
TEST

REPORT

Donvi Gid¢i han
STT Tén chi tiéu tinhv' Phwong phap thi phat hién
No. Characteristic . Test method nghiém Limit of
Unit ;
Test result | detection
D6 pH ¢ 25 °C _
7.1 pEvidhie at 25 °C. - TCVN 6492:2011 6,3 -
Nhu cdu oxy sinh héa sau 5
ngay (BODs) M A, i
7.2 BovpTaniial sepgen demand mg/L TCVN 6001-1:2021 41,2
(BODs)
Nhu cau oxy héa hoc (COD)
7.3 | Chemical oxygen demand mg/L SMEWW 5220D:2023 126 -
(COD) 1 -
Ham luong tong chat ran lo
7.4 | ltng (TSS) ® mg/L SMEWW 2540D:2023 53,8 -
Total suspended solids content
Ham lugng dau m& khoang WW
7.5 | (hydrocacbon) mg/L e : % 3,0 %% 1.4
5520B&F:2023
Hydrocacbon content
Ham lugng sulfur (S*) ® SMEWW 4500
8 sulfur (sulfide) content g/l S*.B&D:2023 LA L
Ham luong amonium tinh theo
7.7 | nito (N-NH4") @ mg/L TCVN 5988:1995 8,1 -
Amonium nitrogen content
: ito tong
7 | HEm UGNERIIITE mg/L TCVN 6638:2000 28,6 "
Total nitrogen content
Tbng phospho (P) ®
19 | Tomal phosphorus content g Ve A g1 - )
Téng s6 coliform® MPN/100 _ .
7.10 % il SMEWW 9221B:2023 3.5x10 -
Ghi chi/ Notice:
(: Céc chi tidu duoc ching nhdn VIMCERTS 078./ The characteristics are based on VIMCERTS 078
certificate.

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuin Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

(**): L& gi6i han dinh lugng ctia phuong phap thtt/ Limit of quantification of method (LOQ)

KPH: Khong phat hién/ Not derecﬂﬁ/

. Céc két qua thir nghigm ghi trong phiéu ndy chi co gia tri dbi voi mAu do khich hing giri dén va khong phai 1a gidly chimg nhin sin phém,
Test results ave valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Tén mau, tén khich hang duge ghi thee yéu cau cia noi giri méw. / Nanie of sample(s) and customer are written as customer s request.
3. D§ khéng ddm bao do ma réng duge tinh tir dd khong dam bio do chuéin nhén véi hé s6 phi k = 2, phan b chudn tuong (g véi 95 % d6 tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khéng dugc trich sao mot phan phiéu két qua thir nghiém ndy néu khong c6 sy dong ¥ bang viin bin cla Trung tam Ky thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic mic vé két qua, khach hang lién hé theo dja chi dh.cs@quatest3.com.vn dé bict thém thong tin,
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.vn Jfor further information about test report.




o UY BAN TIEU CHUAN DO LUSNG CHAT LUGNG QUOC GIA

TRUNG TAM KY THUAT TIEU CHUAN PO LUONG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 3829 4274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex: @ No.7, road Ne.1, Bien Hoa 1 1Z, Dong Nai, Vietnam © (5 lot, K read, Cat Lai 1Z, Thu Duc City, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

crsoseonanrsn | PHIEU KET QUA THU NGHIEM | 506005

(MT.2025.03464/2) TEST REPORT Trang/ Page 01/ 02
1. Ténméu :  NUGC THAI CONG NGHIEP PAU RA
Name of sample Thoi gian 1dy mau/ Sampling date: 09h05 - 13/06/2025
2. Mo tamiu : Mau thir nghiém do khach hang 14y mAu, tén mAu va thong tin vé méu
Description do khéch hang cung cép.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mAu: léng;
Form: the liquid;
- S6 don vi/mau: 5 L;
Unit/sample: 5 L;
- Dung cu chtra: binh nhuya;
Container: plastic bottle;
3. Sb lugng méu ¢

Quantity

4. Ngay nhan mau : 13/06/2025
Date of receiving

5. Thoi gian thir nghiém :  13/06/2025 —23/06/2025
Testing duration

6. Noi giri mau : (;(A)NG TY TNHH JAPFA COMFEED VIET NAM - CN LONG AN
Customer Ap 2, Xa Nhut Chanh, Huyén Bén Lirc, Tinh Long An, Viét Nam

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

TL. TRUONG PTN MOI TRUONG
PP. HEAD OF ENVIRONMENTAL TESTING LAB

KY THUA;I’
TIEU CHUAN

Nguyén Céng Chinh fan Thanh Trung

1. Céc két qua thir nghi¢m ghi trong phiéu niy chi ¢ gié tri déi véi miu do khach hang giri dén va khéng phai la gidiy chimg nhén san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2, Tén mau, tén khéch hing duge ghi theo yéu cliu cta noi gii miu, / Name of sample(s) and customer are written as customer s request.
3, Pg khong dém bao do mé rang duge tinh tir 4o khéng dim bao do chudin nhan véi hé s6 phi k = 2, phin bé chudn tuong {ng véi 95 % dd tin cfy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the eoverage factor k = 2, at 95 % canfidence level.
4, Khéng dugo trich sao mgt phan phiéu két qua thir nghi¢m nay néu khong c6 s dong y béng viin ban ctia Trung tim K§ thudt 3,
This Test Repor( shall not be reproduced, except in full, without the writien permission by Quatest 3.
5. Moi thiic mic vé két qua, khach hang lién hé theo dja chi dh.cs@quatest3.com.vn dé biét thém thang tin.
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.vn_for further information about test report,




UY BAN TIEU CHUAN DO LUONG CHAT LUONG QUOC GIA

" TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUANG.
QUATEST3 QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist, 1, HCMC, Vietnam * Tel: (84-28) 38294274  Fax: (84-28) 38293012  E-mail: infg o

Testing Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Thu Duc City, HCM/ Ve am QPR RITE Ph ,.

&%,

=T TIEU CHUAN

" ~” 2 9
kr3-03603amTs2 | PHIEU KET QUA THU NGHI /2025
(MT.2025.03464/2) TEST REPORT age 02 /02
Bow vi Kétqua | Giéihan
STT Tén chi tiéu t‘"‘h" ' Phwong phap thix thir phit hién
No. Characteristic I;n i Test method nghiém Limit of
" Test result | detection
bo pH &25°C o _ 4 i
7.1 pHValieat 25 C TCVN 6492:2011 0,
Nhu cdu oxy sinh héa sau 5
7 ;| 288y (BODs® mgl, | TCVN 6001-1:2021 KPH 2,5
Biochemical oxygen demand
(BODs)
Nhu céu oxy héa hoc (COD)
7.3 | Chemical oxygen demand mg/L SMEWW 5220D:2023 12,9 -
coy
Ham lugng téng chat ran lo
7.4 | limg (TSS) ® mg/L SMEWW 2540D:2023 KPH 2,0
Total suspended solids content
; Ham lugng ddu m& khoéng -
: SMEWW
7.5 | (hydrocacbon) ) mg/L 5500B&F:2023 KPH 1,4
Hydrocacbon content
Ham lugng sulfur (8*) ® SMEWW 4500 I 0.01
"o sulfur (sulfide) content ael S .B&D:2023 ek :
Ham lugng amonium tinh theo
7.7 | nito (N-NH4") @ mg/L TCVN 5988:1995 KPH 0,5
Amonium nitrogen content
7g |HAmluong nito ong ® gl TCVN 6638:2000 13,7 ]
Total nitrogen content
Téng phospho (P) ® 6 ]
2 Total phosphorus content T B AZR0.7 18
710 | Longs0 coltiom MPN/L00 | gypww 9221B:2023 | < 1,86%%) ;
Total coliform mL
Ghi chi/ Nofice:

(**%); Két qua duge biéu thi < 1,8 MPN/100 mL khi khong ¢6 éng duong tinh trong ba ddy dng pha
loding lién tiép/ The result is expressed as < 1,8 MPN/100mL when these is no positive tube in the three
consecutive dilutions.

M: C4c chi tiéu dugc chimg nhan VIMCERTS 078./ The characteristics are based on VIMCERTS 078
certificate.

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Qubc Gia/ National standards

US EPA: United States Environmental Protection Agency

KPH: Khong phat hién/ Not detecrew

1. Céc két qua thir nghi¢m ghi trong phié'u niy chi ¢6 gid tr déi véi miu do khéch hang giri dén va khong phai Ia gidy chimg nhan san phém.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Tén méu, tén khich hang dugc ghi theo yéu céiu cia noi giri mav. / Name of sample(s) and customer are written as customer s request.
3. P§ khong didm bao do mé rong duoe tinh tir dd khéng dam bao do chudin nhén véi hé sb phit k = 2, phin bé chudn twong tmg véi 95 % do tin cdy.
The reported expanded wncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
4, Khong duge trich sao mét phin phiéu két qua thir nghidm ndy néu khong c6 sy dong y bang vén ban ctia Trung tdm K thudt 3,
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thiic mac vé két qua, khach hang lién hé theo dia chi dh.cs@gquatest3.com.vn dé biét thém thong tin.
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.com.vn for further information about fest report.




